Annual Electrical Testing
Device Schedule

SPREADSHEET A

Date of Test :

Company :

Technician:
BLDG RM CATEGORY OC Device EE # DESCRIPTION Mod # Ser # Test Complete
BLDG 2 * Generator Breaker 15647 |Cummins Generator # 1 DQGAA-A030R235 F100129516
BLDG 2 * Generator Breaker 15648 |Cummins Generator #2 DQGAA-A030R235 F100129101
BLDG 2 * Generator Breaker 16487 |Cummins Generator #3 DQGAA-A0350196 E110218757
BLDG1 | B278A | DISCONNECT Fuse 16460 |N.Util Service 3000A Bolt-Loc 21-270220
BLDG 1 | B278A | DISCONNECT Fuse 16461 |[S.Util Service 3000A Bolt-Loc 21-270230
BLDG1 | B267 Substation Fuse 16420 |S.Emerg.HV Disc HVL 21-291010
BLDG 1 | B267 Substation Fuse 16421 |S.Emerg.LV Disc Master Pact NW30H 085145644301
BLDG1 | B267 Substation Fuse 16422 |XRay Emerg.HV#1 Disc. HVL 21-291060
BLDG1 | B267 Substation Fuse 16423 |XRay Emerg.HV#2 Disc. HVL 21-291070
BLDG1 | B267 Substation Fuse 16425 |XRay Emerg.LV Disc. Power Pact PG1000 064102997801
BLDG1 | B267 Substation Fuse 16426 |N.Emerg.HV Disc. HVL 21-290400
BLDG1 | B267 Substation Electronic 16427 |N.Emerg.LV Disc. Master Pact NW30H 085145644402
BLDG 11 * Substation Electronic 16380 [Chill 5-8 LV Disc. Bolt-Loc (ser.2) G-99313
BLDG 11 * Substation Fuse 16381 |Chill 5-8 HV Disc. HVL 17-26721688-048
BLDG 11 * Substation Fuse 16386 [Chill 1-4 HV Disc. HVL 17-26721688-045
BLDG 11 * Substation Electronic 16385 [Chill 1-4 LV Disc. Bolt-Loc (ser. 2) G-993311
BLDG1 | B028 Substation Fuse 16395 |CLC Emerg HV#1 Disc. HVL 21-290900
BLDG1 | B028 Substation Fuse 16396 |CLC Emerg HV#2 Disc. HVL 21-290910
BLDG1 | B028 Substation Electronic 16397 |CLC Emerg LV Disc. Power Pact RG2500 06410386000001
BLDG 2 * Substation Fuse 16456 |Bldg 2 Emerg.HV #1 Disc. HVL 21-270430
BLDG 2 * Substation Fuse 16463 |Bldg 2 Emerg.HV #2 Disc. HVL 21-270440
BLDG 2 * Substation Electronic 16464 |Bldg 2 Emerg.LV Disc. Power pact PJ600 064107655101
BLDG1 | B267 | Breaker-Main Electronic 16428 |N. Emerg.Sub.Dist.3000A BKR Master Pact NW30H 0851145644401
BLDG1 | B269 | Breaker-Main Electronic | 16432 |S. SVCE Util Main 3000A BKR Master Pact NW30H 085148815001
BLDG1 | B269 | Breaker-Main Electronic 16433 |s. SVCE Emerg.Main 3000A BKR Master Pact NW30H 085145716502
BLDG1 | B269 | Breaker-Main Electronic | 16434 |N.SVCE Util Main 3000A BKR Master Pact NW30H 085148640501
BLDG1 | B269 | Breaker-Main Electronic 16439 |N. SVCE Emerg.Main 3000A BKR Master Pact NW30H 085145716501
BLDG1 | B269 | Breaker-Main Electronic 16451 |N SVCE/S. SVCE Tie 3000A Breaker Master Pact NW30H 085145716401
BLDG 1 | BO27A | Breaker-Main Electronic 16404 |CLC.SVCE.UTIL.Main 2500A BKR Powerpact RG2500 06407445340001
BLDG 1 | BO27A | Breaker-Main Electronic 16405 |CLC.SVCE.BKR to ATS - 1600 Powerpact RG1600 06407445350002
BLDG 1 | BO27A | Breaker-Main Electronic 16407 |CLC.SVCE.Bkr - NH-DSWBD Dist.1600A Powerpact RG1600 0640647160001
BLDG1 | B028 | Breaker-Main Electronic 16398 |CLC.EMERG. SUB 1600A Feed Bkr Powerpact RG1600 | 064100386010001
BLDG 2 * Breaker-Main Electronic 15656 |B.H. SVCE Emerg. Main 800A BKR Masterpact NWO8SN 085145096701
BLDG 2 * Breaker-Main Electronic 15657 |B.H. SVCE Util. Main 800A Bkr Masterpact NWOSN 085145096801
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BLDG 11 * Breaker-Main Electronic 16383 [Chill 1-4 Util 2000A Breaker Masterpact NW20N 085149573501
BLDG 11 * Breaker-Main Electronic 16384 |Chill 1-4 Emerg. 2000A Breaker Masterpact NW20N 085149573601
BLDG 11 * Breaker-Main Electronic 16387 |Chill 5-8 Util 2000A Breaker Masterpact NW20N 085149573503
BLDG 1 ATS * 15687 |ATS-CR Cummins -#BTPCC B100098410
BLDG 1 ATS * 15688 |ATS-EQ Cummins -#BTPCC B100099561
BLDG 1 ATS * 15689 |ATS-LS Cummins -#BTPCC B100098043
BLDG 1 ATS * 15690 |ATS-CLC-CR2 Cummins -#BTPCB B100098036
BLDG 1 ATS * 15691 |ATS-CLC-LS2 Cummins -#BTPCB B100098037
BLDG 1 ATS * 15692 |ATS-CLC-EQ2 Cummins -#BTPCB B100099562
BLDG 1 ATS * 15697 |ATS-Fire Pump Cummins -#BTPCB B100098415
BLDG 1 ATS * 15698 |ATS-X-Ray Cummins -#BTPCC B100096365
BLDG 3 ATS * 15699 |ATS-BLDG 3 Cummins -#BTPCC B100098409
BLDG 1 ATS * 15700 |ATS-NH-1600 Cummins #BTPCF B080154212
BLDG 2 ATS * 15701 |ATS-BH-1 Cummins -#BTPCB L100173448
BLDG 2 ATS * 15702 |ATS-BH-2 Cummins -#BTPCB 1100173451
BLDG 2 ATS * 15703 |ATS-BH-3 Cummins -#BTPCC L100173447
BLDG 1 ATS * 16108 |ATS-CR2 Cummins -#BTPCC 1100173008
BLDG 1 ATS * 16109 |ATS-EQ2 Cummins -#BTPCC L100173013
BLDG 1 ATS * 16110 |ATS-CR3 Cummins -#BTPCC L100173007

Overcurrent
BLDG ROOM CATEGORY Device EE # DESCRIPTION Mod # Ser # Test Complete

BLDG 11 * Breaker-Main Electronic 16388 |Chill 5-8 Emerg. 2000A Breaker Masterpact NW20N 085149573602
BLDG 11 * Breaker-Main Electronic 16389 |Chill 5-8 - X CHill 2000A Feed BKR Powerpact RK2000 06410773570001
BLDG 11 * Breaker-Main Electronic 16379 |Chill Tie BKR - 2000A Masterpact NW20N 085149573502
BLDG1 | B269 | Circuit Breaker | Electronic 16376 |S.SVCE Dist Bkr - Elev(F&E)(400A) Powerpact PG400 064104646508
BLDG 1 B269 | Circuit Breaker | Electronic 16377 |S.SVCE Dist Bkr - ¢3,c4, (400A) Powerpact PG400 064104646601
BLDG 1 | B269 | Circuit Breaker | Electronic 16378 |S.SVCE Dist Bkr - SBP-C (1200A) Powerpact RG1200 06411276220001
BLDG1 | B269 | Circuit Breaker | Electronic 16445 | S.SVCE Dist Bkr - ATS-CR Powerpact PG400 064104646509
BLDG1 | B269 | Circuit Breaker | Electronic 16448 |S.SVCE Dist Bkr - 5E,6E (400A) Powerpact PG400 064104646610
BLDG1 | B269 | Circuit Breaker | Electronic 16449 |S.SVCE Dist Bkr - 3E,4E (400A) Powerpact PG400 064104646505
BLDG 1 | B269 | Circuit Breaker | Electronic 16450 |S.SVCE Dist Bkr- CB,C1,C2 (400A) Powerpact PG400 064104646611
BLDG1 | B269 | Circuit Breaker | Electronic 16452 |S.SVCE DIst Bkr - ATS-EQ (600A) Powerpact PG600 0641046401
BLDG1 | B269 | Circuit Breaker | Electronic 16458 |S.SVCE Dist Bkr - LS-IRM UPS(400A) Powerpact PG400 064104646506
BLDG 1 | B269 | Circuit Breaker | Electronic 17254 |S.SVCE Dist Bkr - ATS-CR2Mups400 Powerpact PG400 064104646608
BLDG1 | B269 | Circuit Breaker | Electronic 17255 |S.SVCE Dist Bkr - ATS-CR3 (400A) Powerpact PG400 064104646607
BLDG 1 | B269 | Circuit Breaker | Electronic 16350 |N.SVCE Dist Bkr - CB,C1,C2 (400A) Powerpact PG400 064104646609
BLDG 1 | B269 | Circuit Breaker | Electronic 16435 |N.SVCE Dist Bkr - B,1 OutPat800 Powerpact PG800 064104645902
BLDG 1 | B269 | Circuit Breaker | Electronic 16436 | N.SVCE Dist Bkr - WBA,W1N, (400A) Powerpact PG400 064104646602
BLDG 1 | B269 | Circuit Breaker | Electronic 16437 |N.SVCE Dist Bkr - 3W,4W (400A) Powerpact PG400 064104646603
BLDG1 | B269 | Circuit Breaker | Electronic 16438 |N.SVCE Dist Bkr - 5W,6W (400A) Powerpact PG400 064104646510
BLDG1 | B269 | Circuit Breaker | Electronic 16440 |N.SVCE Dist Bkr - SBP (800A) Powerpact PG800 064104645901
BLDG1 | B269 | Circuit Breaker | Electronic 16441 |N.SVCE Dist Bkr - SBA (800A) Powerpact PG400 064104645904
BLDG1 | B269 | Circuit Breaker | Electronic 16442 |N.SVCE Dist Bkr - KP (400A) Powerpact PG400 064104646604
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BLDG1 | B269 | Circuit Breaker | Electronic 16443 |N.SVCE Dist Bkr - E2CA (400A) Powerpact PG400 064104646503

BLDG 1 | B269 | Circuit Breaker | Electronic 16446 |N.SVCE Dist Bkr - E2E,E2S (400A) Powerpact PG400 064104646606

BLDG 1 | B269 | Circuit Breaker | Electronic 16447 |N.SVCE Dist Bkr - LPL (400A) Powerpact PG400 064104646512

BLDG 1 | B269 | Circuit Breaker | Electronic 17256 |N.SVCE Dist Bkr - ATS-EQ2 (800A) Powerpact PG800 064125125601

BLDG1 | B269 | Circuit Breaker | Electronic 17257 |N.SVCE Dist Bkr - M1-2A (800A) Powerpact PG800 064125125602

BLDG 1 | B269 | Circuit Breaker | Electronic 17258 |N.SVCE Dist Bkr - 3rd FLR Outpat Powerpact PG400 064104646502

BLDG1 | B269 | Circuit Breaker | Electronic 16108 |N.EM.Dist Bkr to ATS-CR2 Powerpact PG400 064104646301??

BLDG1 | B269 | Circuit Breaker | Electronic 16110 |N.EM.Dist Bkr to ATS-CR3 Powerpact PG400 064104646612??

BLDG1 | B269 | Circuit Breaker | Electronic 16109 |N.EM.Dist Bkr to ATS-EQ2 Powerpact PG600 064104646301

BLDG 1 | 6222A | Circuit Breaker | Therm Mag 17264 |DP-PH2.DIST.Bkr -AHU 10 #1 300Amp LA36300 N/A

BLDG 1 | 6222A | Circuit Breaker | Therm Mag | 17265 |DP-PH2.DIST.Bkr - AHU 10 #2 300Amp LA36300 N/A

BLDG 1 | 6222A | Circuit Breaker | Therm Mag 17266 |DP-PH2.DIST.Bkr to IRM-5 300A LA36300 N/A

BLDG 1 | 6122A | Circuit Breaker | Therm Mag | 17267 |DP-PH1.DIST.Bkr - AHU 11 #1 300Amp LA36300 N/A

BLDG 1 | 6122A | Circuit Breaker | Therm Mag 17268 |DP-PH1.DIST.Bkr - AHU 11 #2 300Amp LA36300 N/A

BKDG1 | 1308 | Circuit Breaker | Therm Mag | 17285 |M.DIST- Hyyd Elev #1 300A Q4323001021 N/A

BLDG 1 1308 | Circuit Breaker | Therm Mag | 17286 |M.DIST- Hyd. Elev. #2 300A Q4323001021 N/A

BLDG 1 1308 | Circuit Breaker | Therm Mag | 17287 |M.DIST.- OLD RTU 4 Feed 350A LA36350 N/A

BLDG 1 S001 | Circuit Breaker | Therm Mag 17273 |SBP-C.DIST Bkr - DP-Ph1 600A L36600 N/A

BLDG 1 S001 | Circuit Breaker | Therm Mag | 17274 |SBP.DIST. Bkr - MPA & MPB 300A GE - # TCAL43 N/A

BLDG 1 S001 | Circuit Breaker | Therm Mag 17275 |SBP.DIST. Bkr - ABP-A Pnl 300A GE - # TCAL43 N/A
Overcurrent

BLDG ROOM CATEGORY Device EE # DESCRIPTION Mod # Ser # Test Complete

BLDG1 | S002 | Circuit breaker | Therm Mag | 17272 |EQ5.Dist.Bkr - DPPH2 600Amp LC36600 N/A

BLDG 1 S002 | Circuit breaker | Therm Mag 17271 |XRAY.DIST.Bkr - XRAY 2nd FL 400A LA36400 N/A

BLDG 1 | B027A | Circuit Breaker | Therm Mag | 16414 |CLC.DIST.Bkr - DPEQ 400Amp Powerpact PG400 064087804201

BLDG 1 | BO27A | Circuit Breaker | Electrconic | 16411 |CLC.DIST Bkr- ATSEQ2 800A Powerpact PG800 064087804202

BLDG 1 | B027A | Circuit Breaker | Therm Mag | 16408 |CLC.DIST.Bkr- NH-ME1 LH36400 N/A

BLDG 1 | BO27A | Circuit Breaker | Therm Mag CLC.DIST.Bkr - SPARE LH36400 N/A

BLDG1 | B028 | Circuit Breaker | Electrconic | 16399 |CLC.EM.DIST.Bkr - ATS-CR2 250Amp Powerpact PG250 064103828901

BLDG 1 B028 | Circuit Breaker | Electronic 16400 |CLC.EM.DIST.Bkr - ATS-EQ2 800Amp Powerpact PG800 064103826701

BLDG1 | B028 | Circuit Breaker | Electronic 16401 |CLC.EM.DIST.Bkr - ATS - LS2 250amp Powerpact PG250 064103828902

BLDG 2 * Circuit Breaker | Electronic 17253 |B.H.EM Dist Bkr - Main BKR 600a Powerpact PG600 06410765070001

BLDG 2 * Circuit Breaker | Electronic 17250 |B.H.EM Dist Bkr - ATS 2 (250Amp) Powerpact PG250 064107660102

BLDG 2 * Circuit Breaker | Electronic 17251 |B.H.EM Dist Bkr - ATS 1 (250Amp) Powerpact PG250 064107660101

BLDG 2 * Circuit Breaker | Electronic 17252 |B.H.EM Dist Bkr - ATS 3 (600Amp) Powerpact PG600 064107655201

BLDG 3 * Circuit Breaker | Electronic 16462 |Bldg 3 Main Utility Bkr (400Amp) Powerpact PG400 064102997901

BLDG 3 * Circuit Breaker | Electronic 16453 |Bldg 3 Main Emerg. Bkr (400Amp) Powerpact PG400 064102998001

Total Bldg 1 82
Total Bldg 2 16
Total Bldg 3 3
Total Bldg 11 10
Total all buildings 111




